A bidirectional converter able to manage storage is a basic power electronics device, and it is a major component of renewable energy sources, micro grid and also the smart grid concept. In this paper, single-phase bidirectional converter topology is discussed. The state space model has been derived, and a simple model based predictive current controller has been utilized to control the inverter. Control block diagrams have been designed with MATLAB and simulation results are presented and compared with experimental ones, giving credibility to the derived model and the designed control method.
Introduction
Increasing global warming and energy consumption demand made it unavoidable to look for new energy sources as alternative to conventional fossil energies [1] . Green and Renewable Energy Sources (RES) have attracted considerable attention in recent decades due to their clean and sustainable nature, in which power electronics play an important role in this road [1] . However, RESs spread around and are available locally. Thus, these Distributed energy Resources (DRs) should be tackled locally wherever those are available by utilizing the proper device. Thus far, DRs and Micro Grids (MG) have come into the picture and are desirable for smart grid functions [2, 3] . These applications mostly need proper integration of RES into the grid.
The main concept of integrating RES into the grid and implementing within smart grid systems is to use a bidirectional converter that is able to manage a storage system [3, 4] . However, because of intrinsic characteristics of inverters, like low-impedance and quick response [5] , their current and voltage profile changes, rapidly, therefore, within a fraction of cycle, those may overload, exceed the current limit and cause failure of the system [5, 6] . Thus, capability of the systems is affected by the control and performance of the inverter.
The control of the inverter is an important issue in these kinds of applications because high quality power is desired [7] . Bidirectional inverters are the main parts of applications like Distributed Generation (DG), energy-storage systems, standalone application based on RES and Uninterruptible Power Supplies (UPSs) [8, 9] .
Several reliable and effective control methods based on classical control algorithms with Pulse Width Modulation (PWM), like conventional Voltage Oriented Control (VOC), Direct Power Control (DPC) [10, 11] , deadbeat control [12, 13] , multiloop feedback control [14, 15] , adaptive control based on bank resonant filters [16] , and repetitive-based controllers [17] have been introduced and implemented to industrial applications.
System Model
Schematic of the implemented bidirectional single phase converter is shown in Figure 1a , and the experimental prototype is shown in Figure 1b . The schematic from top to down, includes the AC side inductance 1 ; the full bridge Voltage Source Inverter (VSI) with four controlled switches as DC to ac interface 2 ; the DC bus capacitor 3 ; the DC chopper leg with two controlled switches in order to manage storage 4 ; the DC side inductance 5 and the storage system 6 . In order to derive a state space model, controlled variables are shown in the Figure 1a where: -X 1 stands for output voltage, or grid voltage while it is connected to the grid; -X 2 represents the inverter current; -X 3 is the common DC capacitor voltage; -X 4 is the DC storage current; -V B is the storage system voltage, to derive the model for simplicity, and it is considered constant; -s 1 Controlled switches gate signals, according to [27] , are modeled by continuous functions and the corresponding variable will be shown by ŝ1, ŝ2, Buck 
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and Boost
. Thus, to derive the equations and the model, instead of discontinuous zero and one function, the continuous function will be used.
The inverter side model can be driven by Kirchhoff's Voltage Law (KVL) in loop I and Kirchhoff's Current Law (KCL) on the DC bus capacitor current Equations (1) and (2) . 
which, using state space parameters and rewriting the equations, lead to
S stands for Laplace transform parameter, and the complementary properties of ŝ1 and ŝ2 necessitates that: ŝ1 + ŝ2 = 1. Using this property, the inverter model can be simplified.
The DC chopper leg during charge mode works as Buck converter and during the discharge mode as Boost one. Thus, in the model, both modes of operations have been considered, and, for each operation, mode specific equations have to be used. Using the same notation, we can write the KVL of loop II for chopper leg Equation (5) .
where Vsw is defined as switch side equivalent voltage for either Boost and Buck conditions. Replacing the Boost and Buck voltage, Equations (5) and (6) can be rewritten for two different operation modes as reported in Equation (7). Using Laplace transform for inductance voltage, Equation (7) leads to Controlled switches gate signals, according to [27] , are modeled by continuous functions and the corresponding variable will be shown byŝ 1 ,ŝ 2 ,D Buck andD Boost . Thus, to derive the equations and the model, instead of discontinuous zero and one function, the continuous function will be used.
The inverter side model can be driven by Kirchhoff's Voltage Law (KVL) in loop I and Kirchhoff's Current Law (KCL) on the DC bus capacitor current Equations (1) and (2) .
S stands for Laplace transform parameter, and the complementary properties ofŝ 1 andŝ 2 necessitates that:ŝ 1 +ŝ 2 = 1. Using this property, the inverter model can be simplified.
The DC chopper leg during charge mode works as Buck converter and during the discharge mode as Boost one. Thus, in the model, both modes of operations have been considered, and, for each operation, mode specific equations have to be used. Using the same notation, we can write the KVL of loop II for chopper leg Equation (5) . (5) and (6) can be rewritten for two different operation modes as reported in Equation (7) . Using Laplace transform for inductance voltage, Equation (7) leads to Equation (8) and applying Boost and Buck converter equation, the current balance can be written as reported in Equation (9), where i C is the current through the DC link capacitor. Therefore, voltage and current equations for Boost and Buck converters result in:
By Equations (3), (4), (8) and (9), the state space model of the bidirectional converter can be driven. Due to multiplication of time varying switching functions and duty cycles to state variables, it can be considered as Linear Time Varying (LTV) system, and the model can be solved by the proper iteration method. There are two main operation modes for these converters, charging the storage only if it is connected to the grid, and, in this case, the model output is X 2 (the inverter current). Discharging the storage supplying loads by using energy stored in the storage where the X 1 (the inverter output voltage) is considered as model output. In each case, all independent state variables are computed by duty cycles,D Buck orD Boost and continuous switching functionsŝ 1 andŝ 2 . The model is shown to understand the converter behavior better, and some equations are used for controller design purpose. The complete model analysis will be addressed in another publication.
Control Method
The converter control, as presented in Figure 1a , has two separate parts-chopper leg control and inverter control. These two parts practically are linked together through DC bus capacitor. Two controllers are presented here separately. Chopper and inverter control are based on a modified standard method introducing an MPCC, and the designed control logics are described in subsections that follow. For controller design, some equation from a derived model is adopted for digital implementation.
Chopper Control
Chopper leg can be managed either to charge the storage or to discharge the storage in order to supply the load.
Charging the Storage
As it is seen from Figure 1a , the battery management leg has two IGBTs, where the midpoint is connected to the batteries' positive terminal through an inductance. Considering antiparallel diodes of the IGBTs by blocking the low-side switch and controlling the high-side switch, it becomes Buck converter, which can charge the batteries using voltage through DC bus capacitor. Standard battery charging is applied in order to charge the batteries, which is called the Constant Current Constant Voltage (CCCV) method. This technique of battery charging has two modes of charging that depend on batteries' state of charges-constant current and constant voltage [28] . It charges the batteries until near nominal voltage by inserting constant current. Then, it uses constant voltage, charges the batteries keeping the voltage constant, meanwhile the current goes to zero slowly [28] .
For the constant current mode by using the basic principle of Buck converter operation [29] , considering the equation (8-Buck) part and using Euler first order approximation instead of Laplace transfer function for the derivative, the voltage balance on inductance for one switching period can be achived by rewriting . Therefore, the duty cycle can be evaluated by the Equation (10).
where i LDC is the DC side inductance current in ampere; k is the number related to time step; L DC is the DC side inductance value in Henry; V B is the instantaneous overall battery voltage in volt; V DC is the inverter DC bus voltage; T s is the controller sampling time in second, and D Buck is the calculated duty cycle in p.u. Considering the predictive controller, ∆i LDC has to be replaced with the difference between reference current (in our case, the batteries' nominal current equal to 3A) and measured current. In so doing, Equation (10) changes to Equation (11) . The generated duty cycle runs the high-side switch of the chopper leg:
For constant voltage charging control, since the batteries' voltage is near nominal, the duty cycle can be considered as Buck converter voltage Equation (6); however, in order to have better control on the absorbed current, a cascade controller is used. The controller schema is shown in Figure 2 . where iLDC is the DC side inductance current in ampere; k is the number related to time step; LDC is the DC side inductance value in Henry; VB is the instantaneous overall battery voltage in volt; VDC is the inverter DC bus voltage; Ts is the controller sampling time in second, and DBuck is the calculated duty cycle in p.u. Considering the predictive controller, ΔiLDC has to be replaced with the difference between reference current (in our case, the batteries' nominal current equal to 3A) and measured current. In so doing, Equation (10) changes to Equation (11) . The generated duty cycle runs the high-side switch of the chopper leg:
For constant voltage charging control, since the batteries' voltage is near nominal, the duty cycle can be considered as Buck converter voltage Equation (6); however, in order to have better control on the absorbed current, a cascade controller is used. The controller schema is shown in Figure 2 . The difference between nominal voltage value and measured voltage is fed to a PI controller, and the output is considered as the current reference, which is used as reference to the constant current controller of Equation (10) . In order to have control over the absorbed current, PI (VB) output is limited with upper and lower limits. It is considered as batteries' charging current, so the max is cut to the batteries nominal charging current. Switching and sampling time of charging mode for DC chopper leg IGBTs are the same as the inverter ones (20 kHz).
Discharging Mode
In the discharge mode, the high-side switch of the DC chopper leg is blocked, and by running the lower switch and means of the antiparallel diode, it works as a Boost converter. During discharging mode, the batteries' voltage is boosted to a higher value and keeps DC bus voltage constant for inverter functioning to supply the load. During discharging mode, in order to decrease losses and keep the converter at Discontinuous Current operation Mode (DCM), the switching frequency is considered much lower than the inverter one. Control approach is based on cascade PI controller with outer voltage control and inner current controller. The schema is shown in Figure 3 . The second PI output is considered as the duty cycle to run the corresponding switch. First PI, PI (VDC) output is the reference DC current for battery discharging mode. During discharge mode, the battery current can be high and the limit is set corresponding to DC inductance rated value to The difference between nominal voltage value and measured voltage is fed to a PI controller, and the output is considered as the current reference, which is used as reference to the constant current controller of Equation (10) . In order to have control over the absorbed current, PI (V B ) output is limited with upper and lower limits. It is considered as batteries' charging current, so the max is cut to the batteries nominal charging current. Switching and sampling time of charging mode for DC chopper leg IGBTs are the same as the inverter ones (20 kHz).
In the discharge mode, the high-side switch of the DC chopper leg is blocked, and by running the lower switch and means of the antiparallel diode, it works as a Boost converter. During discharging mode, the batteries' voltage is boosted to a higher value and keeps DC bus voltage constant for inverter functioning to supply the load. During discharging mode, in order to decrease losses and keep the converter at Discontinuous Current operation Mode (DCM), the switching frequency is considered much lower than the inverter one. Control approach is based on cascade PI controller with outer voltage control and inner current controller. The schema is shown in Figure 3 .
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In the discharge mode, the high-side switch of the DC chopper leg is blocked, and by running the lower switch and means of the antiparallel diode, it works as a Boost converter. During discharging mode, the batteries' voltage is boosted to a higher value and keeps DC bus voltage constant for inverter functioning to supply the load. During discharging mode, in order to decrease losses and keep the converter at Discontinuous Current operation Mode (DCM), the switching frequency is considered much lower than the inverter one. Control approach is based on cascade PI controller with outer voltage control and inner current controller. The schema is shown in Figure 3 . The second PI output is considered as the duty cycle to run the corresponding switch. First PI, PI (VDC) output is the reference DC current for battery discharging mode. During discharge mode, the battery current can be high and the limit is set corresponding to DC inductance rated value to avoid inductance saturation. PI (IDC) output is the duty cycle for the PWM module, so it is limited to stay below one. The second PI output is considered as the duty cycle to run the corresponding switch. First PI, PI (V DC ) output is the reference DC current for battery discharging mode. During discharge mode, the battery current can be high and the limit is set corresponding to DC inductance rated value to avoid inductance saturation. PI (I DC ) output is the duty cycle for the PWM module, so it is limited to stay below one.
Inverter Control Method
Inverter control also has two states. When the inverter is connected in parallel to the grid, the inverter terminal voltage is imposed by the grid so the inverter needs to work as the current source. Instead, when the inverter is disconnected from the grid, it should be able to keep its terminal voltage with constant frequency and magnitude under wide load variation. Both states will be discussed below in detail. Indeed, both controllers use a current controller as the latest controller in their loop and this paper used a Model Predictive Current Controller (MPCC) as current controller. Therefore, the MPCC is described before presenting two operational modes controllers. The focus of this study is to manage the inverter properly, so it will be able to follow any current and voltage reference.
Model Predictive Current Controller (MPCC)
The implemented digital MPCC is based on an inverter model, KVL of loop I in Figure 1b . The MPCC is designed based on Equation (1). The V s and X 3 are network voltage and DC bus voltages respectively. Inside the controller, these two variables are real measurments. The V Lac andŝ 1 and s 2 are unknown so, to calculate switching functions,ŝ 1 andŝ 2 , it is necessary to estimate V Lac . The traditional method to estimate voltage drop on the inductance is using Euler first order approximation for derivative. Therefore, it can be written in the discrete domain as:
where k is the iteration order, i L (k) and i L (k-1) are inductance currents at corresponding iterations. L ac is the coupling inductance value in Henry and T s is the iteration step (in this work, it is equal to 50 µs both in simulation and experiment). All the variables in Equation (12) are presented in discrete time domain. In order to control the current in the coupling inductance, it is assumed that the inverter works in a stable condition, and it follows the reference current properly. With this assumption, it is possible to consider the reference current as a prediction for the next iteration step of the inverter current and update Equation (12) . Therefore, the current deviation on the inductance can be represented as the difference of reference current and measured current.
where the i re f is the instantaneous reference current. With this estimation, the voltage drop on the inductance can be predicted by adopting Equation (14) instead of Equation (12) . Equation (14) can be replaced in Equation (1) for digital implementation. Rewriting Equation (1) using Equation (14) and using a complimentary property of the inverter continues switching functions, and the continuous inverter switching function can be computed by Equation (15):
The switching function evaluated by Equation (15)ŝ 1 andŝ 2 = 1´ŝ 1 are fed to the PWM signal generator to run the IGBT drivers of inverter legs. This MPCC has a fast and reliable response of the model predictive controller, and it also has constant switching frequency due to the PWM technique integration into the control loop. This controller is used in both grid connected and island operation mode controllers.
Grid Connected Mode
During grid connected mode, the full bridge inverter should manage to keep capacitor DC voltage constant to charge the storage, if it is necessary. Depending on the application, the inverter can also be responsible for several tasks like reactive power compensation, harmonic elimination, load sharing, and so on. All control methods, in order to manage reactive current, harmonics and voltage issues, calculate reference current or voltage that the inverter should follow. During the grid connected mode, the device has to work as current source and needs to properly follow a reference current. Figure 4 shows the grid connected operation mode controller block diagram, which is the described MPCC fed to the PWM module of microcontroller. voltage issues, calculate reference current or voltage that the inverter should follow. During the grid connected mode, the device has to work as current source and needs to properly follow a reference current. Figure 4 shows the grid connected operation mode controller block diagram, which is the described MPCC fed to the PWM module of microcontroller. In this mode, DC bus voltage has been kept constant by using a PI controller. The difference between reference value and measured voltage fed to a PI controller as the error. The output added up to the inverter reference current.
Island Mode
During Island operation mode, the inverter terminal voltage should be controlled as well. Therefore, the inverter voltage PI controller is added in the front end of the described MPCC to design the proposed PI-MPCC. Since inverter current measurement is used for the MPCC inverter current controller, the same measure can therefore be used in the island voltage controller. A control method, based on cascade controller with load current feedback, is implemented in order to avoid voltage drop under load variation for island operation mode [30] . The implemented controller is illustrated in Figure 5 . An ideal sinusoidal waveform with nominal frequency and peak value is considered as the voltage reference, it is compared instantaneously with inverter AC terminal voltage, and the error is fed to a PI controller. The PI (Vinv) output is considered as the control current, and iControl is added to the current reference for the inverter current controller. The limit is set according to AC side inductance current ratio. iControl is added to the load current feedback and the estimated output filter capacitor current, which uses the reference voltage and basic capacitor equation in order to estimate In this mode, DC bus voltage has been kept constant by using a PI controller. The difference between reference value and measured voltage fed to a PI controller as the error. The output added up to the inverter reference current.
During Island operation mode, the inverter terminal voltage should be controlled as well. Therefore, the inverter voltage PI controller is added in the front end of the described MPCC to design the proposed PI-MPCC. Since inverter current measurement is used for the MPCC inverter current controller, the same measure can therefore be used in the island voltage controller. A control method, based on cascade controller with load current feedback, is implemented in order to avoid voltage drop under load variation for island operation mode [30] . The implemented controller is illustrated in Figure 5 . voltage issues, calculate reference current or voltage that the inverter should follow. During the grid connected mode, the device has to work as current source and needs to properly follow a reference current. Figure 4 shows the grid connected operation mode controller block diagram, which is the described MPCC fed to the PWM module of microcontroller. In this mode, DC bus voltage has been kept constant by using a PI controller. The difference between reference value and measured voltage fed to a PI controller as the error. The output added up to the inverter reference current.
During Island operation mode, the inverter terminal voltage should be controlled as well. Therefore, the inverter voltage PI controller is added in the front end of the described MPCC to design the proposed PI-MPCC. Since inverter current measurement is used for the MPCC inverter current controller, the same measure can therefore be used in the island voltage controller. A control method, based on cascade controller with load current feedback, is implemented in order to avoid voltage drop under load variation for island operation mode [30] . The implemented controller is illustrated in Figure 5 . An ideal sinusoidal waveform with nominal frequency and peak value is considered as the voltage reference, it is compared instantaneously with inverter AC terminal voltage, and the error is fed to a PI controller. The PI (Vinv) output is considered as the control current, and iControl is added to the current reference for the inverter current controller. The limit is set according to AC side inductance current ratio. iControl is added to the load current feedback and the estimated output filter capacitor current, which uses the reference voltage and basic capacitor equation in order to estimate An ideal sinusoidal waveform with nominal frequency and peak value is considered as the voltage reference, it is compared instantaneously with inverter AC terminal voltage, and the error is fed to a PI controller. The PI (V inv ) output is considered as the control current, and i Control is added to the current reference for the inverter current controller. The limit is set according to AC side inductance current ratio. i Control is added to the load current feedback and the estimated output filter capacitor current, which uses the reference voltage and basic capacitor equation in order to estimate capacitor current. The sum is considered as the reference current. The generated reference current is fed to the inverter MPCC that is explained in Subsection 3.2.1.
Results
In order to validate the control method, the derived model and the introduced control method has been implemented and some computer simulations have been developed and compared with the experimental results. To observe inverter stability and performance, the system has been tested under different scenarios.
System Description
The model has been simulated by using MATLAB SimPowerSystems toolbox. Ideal IGBTs with antiparallel diodes are used to build full bridge inverters. The MPCC explained in Section 3 is used to run the inverter. The inverter rated power is chosen as 3 kW for the experimental setup. Simulated and experimental prototype parameters are listed in Table 1 . In order to control the gate signal of IGBTs and run the system in the experimental prototype, Texas Instruments (TI) TMS320F28335 based DSP controller board is used for gate signals, and it is fed through the IGBT driver board. Using TMS320F28335 PWM output signals and also implementing the driver board to run IGBTs inserts proper dead time in order to avoid short circuit on DC bus. The driver board by means of a transformer, guarantees metallic isolation between the power circuit and control board. The controllers' set up is reported in Table 2 . Controller nomenclatures are as shown in Figures 2, 3 and 5. The saturation limit of controllers are also reported in Table 2 . The performance of the system has been tested under several scenarios both in simulations and experiments, and results are presented together-first, the grid connected mode charging the batteries, and second, island mode, using energy stored in batteries to supply the load. In the grid connected mode, the inverter works as a current source. In Island operation mode, it works as an ideal voltage source using stored energy inside the batteries.
Scenario I: Grid Connected, No Load
In this configuration, the device is connected in parallel to the grid and it can work as a parallel connected power quality conditioner giving services to the grid and load. Here, the device performance to work in grid connected mode, with no load, is presented. The device just tries to keep the inverter DC bus voltage constant, compensating its losses and supporting the chopper leg to charge the batteries. The chopper leg charges the batteries with constant 3 A at around 80 V so, the inverter absorbs about 1.6 A ac current from network. Simulation results for the grid voltage and grid side current are shown in Figure 6a . Figure 6b shows the experimental results with no load. The system just manages to charge the batteries. The system absorbs current around 1.7 A rms from the networks, which is equal to batteries nominal charging current at DC 80 V voltage plus the current required to compensate system losses. There is a 0.1 A difference between simulation and experimental results, which could be because of acquisition noises or measurement tool adjustment. Reported experimental data are recorded with differential probes and THD of the voltage is 1.59%, and for the current is equal to 11.80%. The THD analysis for simulation study is much better because, for simulation, the grid voltage is considered as the ideal voltage source (THD = 0), and the control method is also not affected by acquisition noises so the THD of the current from simulation is equal to 4.81%.
Scenario II: Grid Connected, 1 kW Resistive Load
As the second illustration, the device is connected to a linear 1 kW resistive load (five 200 W incandescent lamps in experimental test). The grid side current, inverter current and grid voltage from simulation are shown in Figure 7a . At this operation mode, the device can give several services to the load and grid [4] . In this mode, the inverter keeps the DC bus capacitor voltage constant and charges the batteries. In simulation, the grid voltage is considered 215 V to compare with experimental results (during the experimental tests, the grid voltage was 215 V). Thus, the grid absorbs about 5.8 A current. It is the summation of load current and the inverter current. THD results of the simulation are 4.81% and 2.17% for inverter current and grid current, respectively. Figure 6b shows the experimental results with no load. The system just manages to charge the batteries. The system absorbs current around 1.7 A rms from the networks, which is equal to batteries nominal charging current at DC 80 V voltage plus the current required to compensate system losses. There is a 0.1 A difference between simulation and experimental results, which could be because of acquisition noises or measurement tool adjustment. Reported experimental data are recorded with differential probes and THD of the voltage is 1.59%, and for the current is equal to 11.80%. The THD analysis for simulation study is much better because, for simulation, the grid voltage is considered as the ideal voltage source (THD = 0), and the control method is also not affected by acquisition noises so the THD of the current from simulation is equal to 4.81%.
As the second illustration, the device is connected to a linear 1 kW resistive load (five 200 W incandescent lamps in experimental test). The grid side current, inverter current and grid voltage from simulation are shown in Figure 7a . At this operation mode, the device can give several services to the load and grid [4] . In this mode, the inverter keeps the DC bus capacitor voltage constant and charges the batteries. In simulation, the grid voltage is considered 215 V to compare with experimental results (during the experimental tests, the grid voltage was 215 V). Thus, the grid absorbs about 5.8 A current. It is the summation of load current and the inverter current. THD results of the simulation are 4.81% and 2.17% for inverter current and grid current, respectively.
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the simulation are 4.81% and 2.17% for inverter current and grid current, respectively. Figure 7b shows the experiment's results. The grid supplies are around 5.7 A rms current, which is the summation of load current and also batteries' charging current. In this case, experimental results' THD analysis is 1.48%, 24.52% and 3.01% for grid voltage, inverter current and grid current, Figure 7b shows the experiment's results. The grid supplies are around 5.7 A rms current, which is the summation of load current and also batteries' charging current. In this case, experimental results' THD analysis is 1.48%, 24.52% and 3.01% for grid voltage, inverter current and grid current, respectively. Although the inverter current has a high THD factor, on the grid side, the current and voltage THDs are within standard range.
The difference between simulation and experimental results is again due to acquisition noises, which are apparent in grid voltage and inverter current at Figure 7b and also measurement tools. It can especially be noticed from Figure 7b that the grid current measurement clamp bandwidth is not wide enough to catch switching ripples.
Scenario III: Island Mode, No Load
The transition from online operation mode to island operation mode is out of the scope of this paper. It is addressed in previous publications [31, 32] , so it is assumed that the system is working with no load at island operation mode at the steady state. The controllers set up are as reported in Table 2 . Simulation results for the voltage at the inverter terminals are shown in Figure 8a . In this operation mode, the inverter uses energy stored in batteries to work as an ideal voltage source. Inverter voltage THD for simulation is 0.46%. respectively. Although the inverter current has a high THD factor, on the grid side, the current and voltage THDs are within standard range. The difference between simulation and experimental results is again due to acquisition noises, which are apparent in grid voltage and inverter current at Figure 7b and also measurement tools. It can especially be noticed from Figure 7b that the grid current measurement clamp bandwidth is not wide enough to catch switching ripples.
The transition from online operation mode to island operation mode is out of the scope of this paper. It is addressed in previous publications [31, 32] , so it is assumed that the system is working with no load at island operation mode at the steady state. The controllers set up are as reported in Table 2 . Simulation results for the voltage at the inverter terminals are shown in Figure 8a . In this operation mode, the inverter uses energy stored in batteries to work as an ideal voltage source. Inverter voltage THD for simulation is 0.46%. The experimental testbed is also tested in Island operation mode. With no load, the voltage profile is shown in Figure 8b . The inverter keeps output voltage constant with 230 V rms at 50 Hz. THD analysis results for output voltage are equal to 2.29%. Simulation and experimental results are well matched, although, again, the experimental THD is higher than the simulation one due to the reasons that are already addressed. The experimental testbed is also tested in Island operation mode. With no load, the voltage profile is shown in Figure 8b . The inverter keeps output voltage constant with 230 V rms at 50 Hz. THD analysis results for output voltage are equal to 2.29%. Simulation and experimental results are well matched, although, again, the experimental THD is higher than the simulation one due to the reasons that are already addressed. Figure 10a , the system was working in island mode with no load until t = 3.7 s. At t = 3.7 s, the 1 kW load is connected as the load. As can be seen, there are the voltage drops by a few volts with DC bus voltage. The system is able to recover this voltage drop within less than half a second. This transient response can be much faster, however, the DC battery current absorption is limited inside the controller to avoid any battery damage. Figure 10b illustrates the experimental setup DC bus voltage response once the 1 kW load is connected to the system. It shows that the system's response is fast enough to keep DC bus voltage at a set point. The voltage oscillation during the transient compared to simulation results is higher because the simulation is considered an ideal system where there is no acquisition problem and noises. However, in practice, as it can be noticed from Figure 10b , the DC bus has much more noise and oscillation with respect to the simulation one. It is possible to notice the difference between simulation and experimental results in Figure 10b , because, in this case, the voltage probe has higher 30-40 MHz bandwidth. The results are meant to show steady state performance, and the transient behavior was not focused on in this paper.
Conclusions
Simple MPCC, utilizing advantages of the conventional PI controller, has been designed for a single phase bidirectional converter. With the proposed PI-MPCC controller variable, the switching function of the original MPC is improved. Moreover, the optimization cost function can be easily There is phase displacement between load current and voltage because the inverter output passive filter needs reactive power. THD analysis results are 2.28% for inverter voltage and 6.52% for inverter current. It should be noted that voltage differential probes and current clamps are used to record the experimental data. The inverter current is recorded by a DC clamp with low bandwidth (20 kHz) so, the inverter current switching ripples could not be recorded. This is the reason why in Figure 9 the experimental results outperform the simulation ones Figure 10 shows the transient behavior on DC bus voltage when the load changes from zero to 1 kW. In Figure 10a , the system was working in island mode with no load until t = 3.7 s. At t = 3.7 s, the 1 kW load is connected as the load. As can be seen, there are the voltage drops by a few volts with DC bus voltage. The system is able to recover this voltage drop within less than half a second. This transient response can be much faster, however, the DC battery current absorption is limited inside the controller to avoid any battery damage. Figure 10 shows the transient behavior on DC bus voltage when the load changes from zero to 1 kW. In Figure 10a , the system was working in island mode with no load until t = 3.7 s. At t = 3.7 s, the 1 kW load is connected as the load. As can be seen, there are the voltage drops by a few volts with DC bus voltage. The system is able to recover this voltage drop within less than half a second. This transient response can be much faster, however, the DC battery current absorption is limited inside the controller to avoid any battery damage. Figure 10b illustrates the experimental setup DC bus voltage response once the 1 kW load is connected to the system. It shows that the system's response is fast enough to keep DC bus voltage at a set point. The voltage oscillation during the transient compared to simulation results is higher because the simulation is considered an ideal system where there is no acquisition problem and Figure 10b illustrates the experimental setup DC bus voltage response once the 1 kW load is connected to the system. It shows that the system's response is fast enough to keep DC bus voltage at a set point. The voltage oscillation during the transient compared to simulation results is higher because the simulation is considered an ideal system where there is no acquisition problem and noises. However, in practice, as it can be noticed from Figure 10b , the DC bus has much more noise and oscillation with respect to the simulation one. It is possible to notice the difference between simulation and experimental results in Figure 10b , because, in this case, the voltage probe has higher 30-40 MHz bandwidth. The results are meant to show steady state performance, and the transient behavior was not focused on in this paper.
Simple MPCC, utilizing advantages of the conventional PI controller, has been designed for a single phase bidirectional converter. With the proposed PI-MPCC controller variable, the switching function of the original MPC is improved. Moreover, the optimization cost function can be easily adopted to the controller based on the application. The converter is the basic component of most renewable energy types and a major part of the micro grid and smart grid concept. The control method has been tested both in MATLAB simulation environment and with a 3 kW experimental prototype. Results show that the inverter has very good transient and steady state performance. The system has been tested both in grid connected and island operation mode. The inverter simulation model matches very well to the prototype performance.
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